Z 3 L ] 6 / o] 9 | 1Y) | I 12 13 14 | 15 | 16 I/
SYSTEM SUMMARY
UTILITY INTERCONNECT NOTES: AZUMUTH / TILT 180° / 30° w o é
@ pr]
1. TRANSFORMER VALUES ARE ESTIMATED. FINAL VALUES TO BE PROVIDED TOTAL INVERTERS 22 x 125kw S, 4 g8
UTILITY SUBSTATION BY MANUFACTURER. AC SYSTEM SIZE 2.750 kW 22 E% 7y
A GREEN MOUNTAIN POWER, VT 2. CUSTOMER ELECTRICAL EQUIPMENT WILL BE SERVICE-ENTRANCE RATED ap & &
GMP WILLISTON GF SUBSTATION O R o I ARY AS IS REQUIRED BY THE LATEST STATE ADOPTED EDITION OF THE MODULES PER STRING 24 g8 82 5 ¢
12.47/7.2kV GROUNDED WYE TO BE DETERMINED BY UTILITY NATIONAL ELECTRICAL CODE (NEC). TOTAL STRINGS 264 ¢ 3¢
CONFIGURATION SUPPLIED FROM GMP TOTAL MODULES 6,336 vooem
Qﬁ\; DC SYSTEM SIZE 3,675 kW
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MANUFACTURER ZNSHINE SOLAR E
PART # ZXM7-UHLD144 w
B WATTAGE 580 WATTS 5
— Vmp @ STC 42.80 VOLTS i
RECLOSER! | Imp @ STC 13.56 AMPS i
POLE MOUNTED| R] | Voc @ STC 51.50 VOLTS E
PROVIDED BY UTILITY| ‘ Isc @ STC 1435 AMPS S
| N I W
Z
INVERTER SPECIFICATIONS w
MANUFACTURER CHINT POWER SYSTEMS (CPS) =
PART # SCH125KTL-DO/US-600
C MAX DC VOLTAGE 1500V DC
NOMINAL AC VOLTAGE 600V AC
MAX AC OUTPUT POWER 125kW - UNITY PF
1 1
3-PHASE PRIMARY METERING| | LISTING UL1741-SB
_ RISER| A o+
POLE MOUNTED‘ M ﬂ‘L n T
PROVIDED BY UTILITY
L B | o
1 | 2 Z
g2
o
D | <
0= =2
| FoS &
| >z
NIIZm
_ UTWLITYRESPONSBILITY | ommon | LWOON
— SOLAR RESPONSIBILITY COUPLING | X (}T) -
I RACK MOUNTED EQUIPMENT R ORL g
T n Zod<
| |WEATHER STATION AUX. POWER | 528
| GHI + WIND 600V-240/120V e} =~
| | AMBIENT TEMP kVA | = <
F ] 20A 20A | = <
GFCI 1P 1P <
‘ | | DASENCLOSURE | ¢ +re » |SPARE | o 2
‘ WITH METER 20A | 20A ‘ ) N~
| | | ower P | 1P | il
||| Lsueey T ¢ |SPARE | o
. 30A )
| 1 NeTwork » ‘  Jestes ror o e/ e/
‘ [ VY Y ‘ 3 LAYDUT UPDATE l02/25/25|
L= N i : = =
" COMMS - B B
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INV-1-1 INV-1-3 INV-1-5 INV-1-7 INV-1-9 INV-1-11 INV-1-13 INV-1-15 INV-1-17 INV-1-19 INV-1-21 \40(?\\)0
(12) STRINGS | |(12) STRINGS | |(12) STRINGS| |(12) STRINGS| |(12) STRINGS| |[(12) STRINGS| |(12)STRINGS| |(12)STRINGS| |(12)STRINGS| |(12) STRINGS| |(12)STRINGS O\@
_ ¢
SWBD-1 INV-1-2 INV-1-4 INV-1-6 INV-1-8 INV-1-10 INV-1-12 INV-1-14 INV-1-16 INV-1-18 INV-1-20 INV-1-22
3500A 600/346V (12) STRINGS | | |(12) STRINGS | | |(12) STRINGS | | |(12) STRINGS | | |(12) STRINGS | | | (12) STRINGS | | |(12) STRINGS | | | (12) STRINGS | | | (12) STRINGS | | | (12) STRINGS | | | (12) STRINGS
i,
XFMR-1 3P 4W SOV,
PAD MOUNT
2750 kVA TRANSFORMER 3500A
S e B R R B B B B B B B B R B B B ) B B B R B R
600/346 V GND-WYE SECONDARY - * ! ! ! ! ? ! ? ! ? ! ? ! ? ! ? i ? i t t ! t
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